
 
 
 
 
 

FINAL 
2009 ENVIRONMENTAL COMPLIANCE SURVEY 

 
for 

 

 
 

FEDERAL BUREAU OF PRISONS 
FEDERAL CORRECTIONAL INSTITUTION 

1600 INDUSTRIAL ROAD 
BEAVER, WV 25831 

  
 

 
 
 
 

Prepared for: 

FEDERAL BUREAU OF PRISONS 
320 FIRST STREET, NW 

WASHINGTON, DC 20534 
 
 

Prepared by: 

 

Green Reviews, Inc. 
169 Ames Avenue 

Leonia, NJ  07605-2001 
 
 

NOVEMBER 2009 
 
 
 
 
 

This report was copied on recycled paper with no less than 30% 
recycled contents.  This report is recyclable as mixed paper. 
 

 



BOP 2009 Environmental Compliance Survey – FCI Beckley, WV 

TABLE OF CONTENTS 
 Page No. 
 
EXECUTIVE SUMMARY ..........................................................................................................................ES-1 
 
1.0 INTRODUCTION 
 
 1.1 Facility Overview................................................................................................................1-1 
 1.2 Major Regulated Operations/Activities...............................................................................1-2 
 1.3 Audit Activities....................................................................................................................1-6 
 
2.0 FINDINGS .......................................................................................................................................2-1 
 
 
TABLES 
 
1-1 Activities/Operations at FCI Beckley, WV 
1-2 Oil Containing Equipment with a Capacity of 55 Gallons or More 
1-3 Refrigeration Equipment with a Capacity of Over 50 Lbs. 
2-1 Finding Summary  
 
 
ATTACHMENTS 
 
A Regulatory Reports and Permits 
B Activity Based Environmental Protocol for FCI Beckley, WV 
B  Quality Control (QC) Record 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

DISCLAIMER 
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EXECUTIVE SUMMARY 
 
The Bureau of Prisons (BOP) environmental compliance surveys for facilities in West Virginia are being 
performed as part of Consent Order with the US Environmental Protection Agency to identify environmental 
issues in need of attention. BOP tasked Green Reviews with conducting an environmental compliance 
survey at the Federal Correctional Institution (FCI) Beckley, WV on September 10 and 11, 2009.  The Green 
Reviews team consisted of Amelia Janisz who was assisted by Mr. Chiles Day, BOP Facility Manager and 
Mr. James Pitt, BOP Safety Manager.  The areas at the facility reviewed during the audit included the 
buildings, the warehouses, the underground and aboveground storage tanks, and the UNICOR factory 
which assembles chairs. 
 
The environmental compliance survey identified 4 noncompliance findings with federal, state, or local 
regulations. 
 

• Potential used oil discharge to sanitary sewers 
• Incomplete Spill Prevention Control and Countermeasure (SPCC) Plan 
• Improper disposal/storage/characterization of hazardous wastes 
• Incomplete Tier II form 

 
In addition, there were three Best Management Practices recommended.  Approximately 94% of 
environmental activities at the FCI Beckley, WV were in compliance with federal, state and local 
environmental regulations (Attachment A).   The facility had a number of proactive environmental activities 
including: 
 

• A formal recycling program is in place for cardboard, white paper, No. 2 plastics, No.10 tin cans, 
dental amalgam, used fluorescent bulbs, used batteries, scrap metal and used oil.  

• Used vegetable oil is sent offsite to other BOP facilities for use as biodiesel fuels.    
• The BOP employee in charge of the underground storage tanks (USTs) keeps excellent records on 

monthly inspections, repairs, and required tests.  All UST sumps/manholes are clean and dry, and 
all equipment is checked and maintained on a routine basis to ensure proper functioning.    
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SECTION 1.0 – INTRODUCTION 
 
1.1 Facility Overview 
 
FCI Beckley is located at 1600 Industrial Road in Beaver, WV. The area surrounding the site is 
undeveloped. The facility complex consists of three housing units for medium security inmates, a camp for 
low security inmates, warehouses, powerhouse, an active outdoor firing range, various storage and training 
buildings and the UNICOR factory.  The UNICOR (Federal Prison Industries) facility located at FCI Beckley 
assembles chairs. 
 
Table 1-1 shows the activities and operations at the various buildings located at FCI Beckley, WV.  The 
facility was constructed from1993 to 1995, so there is no asbestos or lead-based paint at the facility.   
 

Table 1-1 
ACTIVITIES/OPERATIONS AT FCI BECKLEY, WV 

Low Security Prison Camp Regulated Activities Wastes 
• Housing Units - Wastewater, general trash 

• Food Services Grease trap, used vegetable oil generation Wastewater, used vegetable oil, 
cardboard 

• Health Services Clinic Infectious medical wastes Infectious medical wastes 
• Recreation - - 
Outside Medium Security Facility 
• Administration - - 
• Staff Training Center - - 

• UNICOR Warehouse Used oil, used antifreeze, new oil storage Used oil, used antifreeze, used 
tires 

• Food Services Warehouse Refrigerators, freezers containing less than 
50 lbs of refrigerants Cardboard 

• Powerhouse Chillers, emergency generators, boilers Used oil, rags, used oil filters 
• Powerhouse Storage - - 
• Firing Range (Active) Firing guns Lead emissions 

• Garage/Recycling Area 
Vehicle washing, parts cleaning (aqueous), 
oil/water separator, vehicle maintenance, 
regulated pesticide storage 

Used oil, rags, used oil filters, used 
antifreeze, oil/water separator 
sludge, scrap metal 

• Underground Storage Tanks (5) Storage of petroleum products - 
• Onsite Fueling Station  On road vehicle fueling - 
Medium Security Facility 
• Housing Unit No. A1 - Wastewater, general trash 
• Housing Unit No. A2 - Wastewater, general trash 
• Housing Unit No. A3 - Wastewater, general trash 
• Recreation - - 

• Health Services Unit Pharmaceutical chemicals, infectious 
medical wastes 

P- and U- listed wastes, infectious 
medical wastes  

• Educational and Vocational Training - - 
• UNICOR Factory - Plastics, fabric 
• Laundry - Wastewater 
• Commissary - - 

• Food Services Grease trap, used vegetable oil Wastewater, used vegetable oil, 
cardboard 

• Shops – Electrical, Refrigeration, 
Paint & Universal Waste, Carpenter 

Universal wastes generation – used 
fluorescent and other HID lights, batteries Universal wastes 

 
 

SECTION 1 PAGE 1-1 



BOP 2009 Environmental Compliance Survey – FCI Beckley, WV 

1.2  Major Regulated Operations/Activities  
 
FCI Beckley has the following major regulated operations/permits: 
 
1. West Virginia Department of Environmental Protection (WVDEP) Permits for Construction, Modification, 

Relocation and Operation of Stationary Sources of Air Pollutants, Notification Requirements, Temporary 
Permit, General Permit, and Procedures for Evaluation Air Permit #R13-2170 Effective August 16,1999.  
The permit includes:  

 
• Six boilers 
• Two emergency generators 
• Five hot water heaters 
  

The Title V permit submitted under this permit was renewed for the period July 1, 2009 to June 30, 
2010.  Copies of the Certified Emissions Statement were reviewed, and yearly emissions from the 
facility are minimal (1.32 TPY of NOx, 0.07 TPY of VOCs, and 1.11 TPY of CO). A copy of the permit is 
included in Attachment A.  

 
 
2. Spill Prevention, Control and Countermeasure (SPCC) Plan.  FCI Beckley has a SPCC plan developed 

for the facility in June 2009 by Aarcher.  The SPCC has been distributed to all pertinent staff and initial 
training and monthly inspections for July, August and September have been performed.  The plan is not 
complete since there is additional generator and a hydraulic oil elevator reservoir that should be 
included.  The plan is currently undergoing revision.  Additionally, various parts of the plan will also be 
difficult to implement.  Table 1-2 shows a list of the oil containing equipment with a capacity greater than 
55 gallons or more at FCI Beckley.    

 
3. Conditionally Exempt Small Quantity Generator (CESQG).  As a CESQG, the facility does not have a 

Hazardous Waste Generator EPA ID Number. FCI Beckley received a Compliance Evaluation 
Inspection by the WV Department of Environmental Protection Environmental Enforcement – 
Hazardous Waste on December 17, 2008.  No areas of non-compliance were documented during the 
inspection.   

 
However, during the environmental compliance survey, the following was observed:   

 
• In the Paint Shop in the Facilities Management Area, a ¼ full 1-gallon paint can of Ultra Lutex Low 

Lustre paint was found in a trash can.  
 

• In the Federal Prison Camp, the clinic previously used a standard X-ray machine.  The machine was 
abandoned in place approximately three years ago when the main clinic in the Federal Correctional 
Institute switched to digital X-rays.  The silver recovery unit associated with this machine was not sent 
for reclamation or disposal.  It was not possible to determine whether the machine contained liquids 
used for X-ray development.   

 
• In Central Plant 1 (CP-1), an old unused sandblasting machine containing used sand was observed.   

The sand is often contaminated with lead and chromium from the metal parts.   
 
Hazardous waste characterization has not been done for the sandblast.  Complete decommissioning 
and proper characterization/disposal of any wastes associated with the old X-ray machine has not been 
done.  Liquid paints cannot be disposed of in the general trash.   

 
4. Wastewater.  FCI Beckley discharges wastewater to the City of Beckley Waste Water Treatment Plant 

(WWTP) Utility Board via an informal agreement.   No issues or exceedances were reported by the 
facility. The facility has two grease traps (10,000 gallon at the FCI and 5,000 gallon at the prison camp) 
that are inspected regularly and cleaned out annually per an agreement with the City of Beckley WWTP.    
The City last inspected the grease traps on August 2008 and determined that an annual clean-out for 
the grease traps is appropriate.  The facility has maintained manifests dating back to 2004 showing 
proper disposal of the clean-outs.   
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ptor separator.  Because of low usage of the wash bay area (less 

than 50 vehicles per year are washed in the wash bay), there has been no significant accumulation of 

 
5. 

The Garage has an oil/water interce

oil, and the interceptor has not been cleaned out.  The interceptor has a discharge pipe that is 
supposed to empty used oil into the used oil underground storage tank.  The actual placement and 
correct operation of discharge piping to the used oil underground storage tank and the City of Beckley’s 
sanitary sewer could not be verified either through direct observation or review of drawings.   

Ozone Depleting Substances.  FCI Beckley has four large chillers located at the two powerhouses 
containing over 50 lbs. of R-123A and R-22.   The facility lost 600 lbs of R-123 from Central Plant 1 – 

 
6. 

Chiller No. 2 on 5/18/06.  A leak rate calculation was done on this machine (59%), and service orders 
from the outside contractor indicated that the machine was “working great” after repairs.  Specific 
information such as “leak tested tight” was not available on the service order.  At Central Plant 2 – 
Chiller No. 1 also on 5/18/06 lost its entire charge of 490 lbs. of R-22.  No invoices or service orders 
were available for review on this machine although it was reported leak tested before being placed into 
operation and recharged.  One invoice from an outside contractor specifying leak repairs was available 
from 7/17/07, and another was located from 2008.   Lack of records made it difficult to determine 
whether appropriate maintenance/repairs have been made to the regulated chillers. Table 1-3 shows a 
list of the refrigeration equipment with a capacity over 50 lbs. 

Underground Storage Tanks (USTs).  The facility has five (5) USTs: 

• 1-15,000 gallon gasoline UST 

asoline and one diesel are regulated under 40 CFR 280 and WV Code 33-30.  
ply diesel for the boilers are regulated under 40 CFR 112. All tanks are double-

lation of (1) failure to conduct tank release detection for its waste oil UST, (2) failure to conduct pipe 

 

• 

tion #13978) 

 
All USTs are tied into Gilbarco Automatic Tank Gauges (ATGs).  The USTs were last inspected by the 
WV Environmental 

The current permit for the regulated USTs is included in Attachment A.   

 
• 1-1,000 gallon used oil UST 

• 3-20,000 diesel USTs 
 
Three USTs: used oil, g

he other two USTs supT
walled fiberglass.  The interstitial space is filled with a brine solution.  Piping is also double-walled and is 
pressurized for all the USTs except the used oil UST.   
   
On March 23, 2006, the US Environmental Protection Agency determined that FCI Beckley was in 
vio
release detection, (3) failure to conduct line leak detection tests on USTs, and 4) failure to maintain 
overfill protection.  FCI Beckley remediated all the violations and maintains records on the following:   

• Continuous Statistical Leak Detection (CSLD) tests for the past 13 months 
Product level daily, and monthly reconciliations done via the stick method  

• Precision line testing (last done 7/20/09) 
• Tank tightness tests (last done 7/20/09 by Environmental Solutions Certifica

 • Repair records on the manholes (7/28/09)
• Pressure Line Leak Detection tests (9/3/09) 

 Department of Environmental Protection Division of Water and Waste Management 
Enforcement/UST Unit on 8/27/09.  The inspector noted that (1) the overfill alarm should be tested for 
operability, (2) pressure line leak detection (PPLD) annual operability test was required, (3) interstitial 
monitors required an operability test, (4) certification that the used oil probe is compatible with used oil 
was required, (5) investigation and replacement of the alarming discriminating sensor alarm in waste oil 
and at gas and diesel pumps, and (6) tightness testing on spill containment buckets was required.  The 
facility immediately contracted for PPLD tests and the required tests or certifications.  All information 
required to be submitted to the Environmental Enforcement/UST Unit by 9/15/09 was available onsite 
for review during the environmental compliance survey except for documentation on the Mag1 probe in 
the used oil UST.  However, information reported from knowledgeable sources indicated that the probe 
was compatible with used oil. 
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Table 1-2  
LLONS OR MORE  

FCI BECKLEY, WV1  

 

OIL CONTAINING EQUIPMENT WITH A CAPACITY OF 55 GA

55-Gallon Steel Drums 

Locat
Total 

of Drums 
t ion Number Contents/Number of Drums Secondary Containmen

Garage 3 Hydraulic Spill containment pallets fluid (2), Motor oil (1) 

Oil Filled Equipment 

Identificatio mber Lo  
(Gallons) Conten nment n Nu  cation Capacity ts Secondary Contai

Elev-1 c elevator) UN 0 Hydraulic o(Hydrauli ICOR Factory  8 il Building 
Tran-1 (Pad Mounted 

Transformer) 
South of Camp Ed

Building 
Dielectric 

fluid Active secondary containment ucation 532 

Tran-2 (Pad Mounted 
Transformer) 

South of Camp Education 
Building 523 Dielectric 

fluid Active secondary containment 

Tran-3 (Pad Mounted 
Transformer) 

Northeast of Camp Maple 
Housing Unit 230 Dielectric 

fluid Active secondary containment 

Tran-4 (Pad Mounted 
Transformer) 

East of Camp Evergreen Housing 
Unit 230 Dielectric 

fluid Active secondary containment 

Tran-5 (Pad Mounted 
Transformer) 

E  ast of Staff Training Facility
Parking Lot 230 Dielectric 

fluid Active secondary containment 

Tran-6 (Pad Mounted 
Transformer) North of Garage 230 Dielectric 

fluid Active secondary containment 

Tran-7 (Pad Mounted 
Transformer) North of Garage 697 Dielectric 

fluid Active secondary containment 

Tran-8 (Pad Mounted 
Transformer) South of Warehouse 375 Dielectric 

fluid Active secondary containment 

Tran-9 (Pad Mounted 
Transformer) Southwest of UNICOR 523 Dielectric 

fluid Active secondary containment 

Tran-10 (Pad Mounted SouthwTransformer) est of UNICOR 230 Dielectric 
fluid Active secondary containment 

Tran-11 (Pad Mounted South of Special Housing Unit Transformer) 375 Dielectric 
fluid Active secondary containment 

Tran-12 (Pad Mounted 
Transformer) East of Institution Food Services 523 Dielectric 

fluid Active secondary containment 

Tran-13 (Pad Mounted 
Transformer) South of Facilities 230 Dielectric 

fluid Active secondary containment 

Tran-14 (Pad Mounted 
Transformer) North of Popular Housing Unit 230 Dielectric 

fluid Active secondary containment 

Tran-15 (Pad Mounted 
Transformer) Northwest of Pine Housing Unit 230 Dielectric 

fluid Active secondary containment 

Tran-16 (Pad Mounted 
Transformer) West of Oak Housing Unit 230 Dielectric 

fluid Active secondary containment 

Tran-17 (Pad Mounted 
Transformer) 

North of Institution Administration 
Building 230 Dielectric 

fluid Active secondary containment 

Tran-18 (Pad Mounted 
Transformer) West of Central Plan One (CP-1) 697 Dielectric 

fluid Active secondary containment 

Underground Storage Tanks 
Iden cation 

y Contents condary Containment tification 
Number 

Lo Capacit
(Gallons) Se

Tank-1 West of CP-
Building 20,000 ouble-w

secondary containment monitoring  2  Heating Oil (Boiler) D alled tank with Gilbarco for 

Tank-2 Southeast of Heating Oil (Boiler) Double-walled tank with Gilbarco for 
se g CP-1 20,000 condary containment monitorin

Tank-4 
(Regulated under 

40 CFR 280) 

Southwest of 
Garage 1,000 Used oil Double-walled tank with Gilbarco for 

secondary containment monitoring  

Tank-5 
(Regulated under 

40 CFR 280) Garage vehicles 
Southeast of 15,000 Gasoline for BOP Double-walled tank with Gilbarco for 

secondary containment monitoring  
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Table 1-2  
OIL CONTAINING EQUIPMENT WITH A CAPACITY OF 55 GALLONS OR MORE  

FCI BECKLEY, WV1  
Tank-6 

(Regulated under 
40 CFR 280) 

Southeast of 
Garage 20,000 Diesel for BOP vehicles  Double-walled tank with Gilbarco for 

secondary containment monitoring  

Abovegroun  d Storage Tanks
I  

N  
Location 

Capacity 
(Gallons) Contents Secondary Containment dentification

umber
Tank-3 (Day tank) Within Garage 

generator room 250 Fuel oil Steel catchment basin 
NOTE 1:  Spill Prevention Control and Counterm CI Beckley, WV and onsite observations 
during environmental compliance survey. 

easure (SPCC) Plan dated 6/8/09, F

 
 

Table

FCI BECKLEY,WV 

 1-3 
REFRIGERATION EQUIPMENT WITH A CAPACITY OVER 50 LBS.2

Equipment ID Location Description 
Type and Class of Ozone 

Destroying Substance 
(ODS) 

Amount of ODS 

CH-CP-1-1 
Chille

1125 Lbs. CP-1 Powerhouse Centrifugal Water R-123A, Class II 
r 

CH-CP-1-2 CP-1 Powerhouse Centrifugal 
Chille

1125 Lbs. Water 
r 

R-123A, Class II 

CH-CP-2-1 CP-2 Centrifugal ater R 490 Lbs.   Powerhouse W
Chiller 

-22, Class II 

CH-CP-2-2 CP-2 Powerhouse Centrifugal Water 
Chiller 

R-22, Class II 490 Lbs.   

NOTE 2:  FCI Beckley ox containing less than 50 lbs of 
erants cl heat pumps, sm erators 

, WV has appr imately 60 additional pieces of equipment 
various refrig
and freezers. 

.  This equipment in udes small package units, ice machines, aller refrig
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1.3 Audit Activities 
 
Prior to the site visit, a pre-visit questionnaire was sent to the FCI Beckley, WV to obtain all relevant 
information about the facility’s operations.  The questionnaire included a series of inquiries pertaining to the 
regulatory areas being reviewed as part of the survey.  
 
The environmental compliance survey was conducted on September 10 and 11, 2009.  Green Reviews 
personnel began the audit with an entrance briefing on the intent of the audit and the activities that would be 
taking place.  The following people were present for the entrance and exit briefing: 
 
Name Representing
D. Berkebile Warden, FCI Beckley 
D. J. Harmon Associate Warden, FCI Beckley 
Chiles Day Facility Manager, FCI Beckley 
James Pitt Safety Manager, FCI Beckley 
Gerard Weaver Safety Specialist, FCI Beckley 
Dave Farley SOI&E, FCI Beckley 
Renee Hutchings Acting Executive Assistant, Food Service Administration, FCI 

Beckley 
Chuck Procaccini Chief, Facilities Program BOP 
Amelia Janisz Green Reviews 

 
A list of the preliminary findings was provided to the BOP during the exit briefing.  
 
An internal quality control (QC) system has been implemented for the BOP environmental compliance 
survey program.  The quality control system includes review of internal draft reports where findings are 
reviewed for accuracy and completeness.  A signed QC form is included in Attachment C. 
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SECTION 2 PAGE 2-1 

SECTION 2.0 – FINDINGS 
 
Table 2-1 summarizes the results of the environmental compliance survey performed for FCI Beckley, WV. 
The table contains: 
 

• A finding number 
• The date of the finding 
• A compliance category 
• A brief regulatory citation from the law and regulation on which the finding was based (e.g., Clean 

Air Act, RCRA Subtitle C) 
• Recommended corrective actions that may be required to bring the situation into compliance 

 
The findings were categorized into the following areas: 
 
Priority 1:  Areas with actual or potential immediate harm to human health or the environment, potential for 
significant liability, or other potential to inhibit the institution from meeting its mission or the mission of the 
BOP. Typical findings in this category include open drums of hazardous waste or no leak-detection 
equipment for underground storage tanks. 
 
Priority 2:  Regulatory findings that are not Priority 1.  These include Federal, state and local laws, 
regulations and applicable federal Executive Orders.  Typical findings in this category include administrative 
or recordkeeping requirements (e.g., permits, manifests).  This compliance classification could lead to 
administrative penalties. 
 
Priority 3:  Non-regulatory findings that are not Priority 1 or Priority 2.   
 
The facility will be required to prepare a Corrective Action Plan to address these noncompliance findings. 
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Table 2-1 
FINDING SUMMARY 

FEDERAL CORRECTIONAL INSTITUTE, BECKLEY, WEST VIRGINIA 
Finding 
Number/ 

Compliance 
Category 

Finding 
Date Observation Regulatory 

Citation Recommended Corrective Action 

Facility 
Response/ 

Date 
Completed 

WATER POLLUTION 
1/2 09/11/09 The Garage has an oil/water interceptor.  The 

interceptor was inspected, and two pipes were noted 
above the current water/oil level.  Original drawings 
for the facility were reviewed but the elevations of 
the pipes (draining into the interceptor, draining out 
of the interceptor, and draining into the used oil 
underground storage tank) could not be determined.  
It was not possible to determine if the interceptor 
was removing oil from the wastewater being 
discharged to the Beckley Wastewater Treatment 
Plant.   

Beckley Municipal 
Code Chapter 9 
Use of Sewers 

Determine the actual construction of the oil interceptor and 
whether it is appropriately treating the wastewater generated by 
operations and activities at the garage.  If it is not treating the 
wastewater, modify either the system or activities conducted so 
that oil is not discharged to the sanitary sewer. 
 
If the facility installs a wash bay in the garage, as part of the 
remodeling, install a properly sized oil/water separator.  The 
separator will have to be maintained and cleaned per the City of 
Beckley’s municipal code similar to the grease traps at the facility 
(manifests, inspections, etc.) 

 

2/3 09/11/09 The facility performs vehicle maintenance at the 
garage and has outdoor diesel and gasoline fueling.  
There is no Stormwater Management Plan (SWMP) 
for the facility.   
 
An open dumpster is located next to fueling 
dispensers.  Dumpsters are normally covered as a 
Best Management Practice to prevent stormwater 
pollution.     
 

Best Management 
Practice 

USP Hazelton has contacted the WVDEP on this issue.  The 
WDEP recommends that a Stormwater Management Plan under 
the 2009 Multi-Sector General Permit be developed. However, 
this is not currently a regulatory requirement. 

 

3/1 09/11/09 The Spill Prevention Control and Countermeasure 
(SPCC) Plan has just been completed (6/09).  The 
following items were noted:   
 
1.  Section 6.2 should include short descriptions of 
the three regulated tanks.  It was not clear that Tank 
1 and 2 were the unregulated heating oil tanks.  
Tanks 1 and 2 now comply with 40 CFR 280 
requirements, and this should be mentioned in the 
plan.  
2.  The plan needs to have added: 
• 80 gallon hydraulic elevator reservoir in 
UNICOR factory 
• 1,250 gallon double-walled AST for 1250 
KW mobile generator in back of garage – a new 
addition to the facility.  If any leak detection 
equipment has been installed, this will have to be 
confirmed with the facility or manufacturer. 
• 3-55 gallon oil drums in storage 
warehouse near unused hazardous waste storage 
area 

40 CFR 112.7 
47CSR58 
47-58-4 
Groundwater 
Protection 
Practices For 
Industrial 
Establishments. 
4.8 

Since the facility is planning on revising the plan to add the new 
double-walled AST for the new generator, work with the PE who 
will be rewriting the plan to incorporate additional changes.  
Review the plan carefully to ensure that Beckley can implement 
all inspections and other requirements that the plan requires.  
 
For the 1, 000 gallon single-walled diesel mobile AST that 
accompanied the new generator, blank flange the pipes and mark 
the AST as “Empty”.   
 
Replace the rusting single-walled aboveground pipes running to 
the generators and boilers.  
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Table 2-1 
FINDING SUMMARY 

FEDERAL CORRECTIONAL INSTITUTE, BECKLEY, WEST VIRGINIA 
Finding 
Number/ 

Compliance 
Category 

Finding 
Date Observation Regulatory 

Citation Recommended Corrective Action 

Facility 
Response/ 

Date 
Completed 

3.  Page 13.  Note that transformers problems are 
usually detected by fluctuating power currents rather 
than complete loss of power,   
5.  Section 7.2 This section needs to mention that 
the facility will comply with the WV Groundwater 
Protection Plan requirements including secondary 
containment for all ASTs and Best Management 
Practices (BMPs).  
6.  Page 16.  Integrity testing.   If the USTs comply 
with 40CFR 280, this testing is unnecessary.  
External inspections cannot be done on USTs.    For 
Tank 3, the Steel Tank Institute SP-001, 4th Edition 
will provide an applicable and appropriate schedule 
for shop-built ASTs.   
7.  Page 24.  This transformer spill goes to Piney 
Creek, but the table indicates nothing is discharged 
from property.   
8.  The figures should either indicate the piping or 
reference the engineering technician’s maps which 
identify the piping are found. 
9.  Monthly Inspection Checklists:   

• ASTs – Interstitial leak detectors, dead 
vegetation are mentioned.  These are currently 
not found near the existing AST. See Item 2 
above for the new AST associated with the new 
generator. 
• Hoses and dispensers – These are 
associated with the regulated tanks and not 
otherwise mentioned in plan. 
•  USTs – The interstitial monitor tapes will 
be kept at the garage.  This is the facility’s 
customary business practice.   

10.  Annual Inspection Checklist: 
• Inspections of double walled tank 
equipped with interstitial monitor are required.  
The new generator should be checked to 
determine if this would apply.   

11.  In the garage, in CP-1, in CP-2, rusting 1 inch 
diameter pipes run in pipe trenches from the 
USTs to the boilers or day tank.  These pipes 
have been exposed to atmospheric corrosion 
for 15 years and are rusting badly.    
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SECTION 2 PAGE 2-4 

Table 2-1 
FINDING SUMMARY 

FEDERAL CORRECTIONAL INSTITUTE, BECKLEY, WEST VIRGINIA 
Finding 
Number/ 

Compliance 
Category 

Finding 
Date Observation Regulatory 

Citation Recommended Corrective Action 

Facility 
Response/ 

Date 
Completed 

4/3 09/11/09 Facility has not developed and implemented a 
Groundwater Protection Plan.   

Best Management 
Practice 

USP Hazelton contacted the WVDEP on this issue.  The WDEP 
recommends that a Groundwater Protection Plan be developed. 
However, this is not currently a regulatory requirement. 

 

HAZARDOUS/UNIVERSAL WASTE 
5/1 09/11/09 1.  In the Paint Shop in the Facilities Management 

Area, a ¼ full 1-gallon paint can of Ultra Lutex Low 
Lustre paint was found in a trash can.  
 
2.   In the Federal Prison Camp, the clinic previously 
used a standard X-ray machine.  The machine was 
abandoned in place approximately three years ago 
when the main clinic in the Federal Correctional 
Institute switched to digital X-rays.  The silver 
recovery unit associated with this machine was not 
sent for reclamation or disposal.  It was not possible 
to determine whether the machine contained liquids 
used for X-ray development.   
 
3. In Central Plant 1 (CP-1), an old unused 
sandblasting machine containing used sand was 
observed.   The sand is often contaminated with lead 
and chromium from the metal parts. 

40 CFR 262 1.   Review with the shop supervisors and employees prohibitions 
against disposal of paints in the general trash.  Determine why 
the paint was disposed of and whether development of a 
Standard Operating Procedure (SOP) and training of inmates on 
proper storage and disposal procedures is required.   
 
2.  Remove the silver recover unit and recycle/reclaim the silver.  
Determine whether the machine contains any old unused 
chemicals.  If the machine contains unused photographic 
chemicals, properly dispose of them.   
 
3.  Characterize the used sand for metal contamination and 
dispose of the waste appropriately.   

 

UNDERGROUND STORAGE TANKS 
6/3 09/11/09 The Gilbarco monitoring system for the gasoline 

underground storage tank is reading 0.82 inches of 
water.  The lead supervisor for the garage reports 
that the tank trucks delivering gasoline to the facility 
are also used for delivering E85 to other customers.   
 
E85 is hydrophilic and may be causing the water 
accumulation.  E85 will also cause deterioration of 
USTs not designed to contain it.  The facility is 
planning on removing water from the UST when it 
reaches 1.5 inches.   

Best Management 
Practice 

Due to the potential for the E85 contamination to cause UST 
deterioration – particularly to aluminum parts, the facility should 
contact the tank manufacturer to inquire if additional inspections 
of the tank should be conducted.   
 
Similar to checking for corrosion at large (greater than 100,000 
gallon) aboveground storage tanks, suspending ‘coupons’ at the 
bottom of the tank and regularly examining them for deterioration 
may be useful.   

 

EMERGENCY PLANNING AND COMMUNITY RIGHT-TO-KNOW 
7/2 09/11/09 The facility has filed a Tier II form for gasoline and 

diesel.   The facility stores a large quantity of road 
salt and buys over 10 tons per year of road salt.  The 
salt is mixed with abrasive number 9 in an open 
shed for the winter season.  The salt is not included 
on the Tier II form.  

40 CFR 370.10, 
370.40, 370.41, 
370.42, 370.44, 
370.45, 370.61, 
355  

File an amended Tier II form including the road salt stored at the 
facility.   

 

 
NOTES:  CFR = Code of Federal Regulations, CSR = West Virginia Code of State Regulations 
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ACTIVITY BASED ENVIRONMENTAL PROTOCOL FINDING COMPLIANCE STATUS 
Operation/ 

Activity (O/A) O/A Level 1 O/A Level 2 Observation In 
Compliance 

NOT in 
Compliance 

A.  Building 
systems 

A1. Operating 
cooling system 
(A/C) 

A1.1  Personnel 
training 

The facility currently uses the hydrochlorofluorocarbons (HCFC) R-404A [unregulated in various 
equipment], R-22 [regulated and unregulated smaller equipment], and R-123A [regulated in chillers].   
Maintenance personnel at the facility as well as outside contractors perform the maintenance work.  
Facility personnel maintaining the units and involved in the handling of refrigerants have their technician 
certification and copies of personnel certification are maintained by the facility.   

Y  

A.  Building 
systems 

A1. Operating 
cooling system 
(A/C) 

A1.2  CFCs - 
Leaks and 
Recertification 

Invoices from an outside contractor specifying leak repairs was available from 7/17/07, and another was 
located from 2008.  Y  

A.  Building 
systems 

A1. Operating 
cooling system 
(A/C) 

A1.3  
Maintenance 
records 

 The facility has three small recovery and recycling units and two larger York refrigerant recovery units 
used to service HCFC equipment.  The facility has notified EPA that it has acquired certified recovery 
units that are in compliance with applicable requirements. 

Y  

A.  Building 
systems 

A2. Operating 
heating 
system 
(boilers) 

A2.1  Permitting 
boiler 

The facility has three hot water boilers each with a capacity of 12.6 MBtu per hour (input) are located at 
Central Powerhouse 1 (CP-1), and three hot water boilers each with a capacity of 21 MBtu/hr at CP-2.  
The boilers are permitted by the West Virginia Department of Environmental Protection (Permit No. R13-
2170, effective date 8/16/99). 

Y  

A.  Building 
systems 

A2. Operating 
heating 
system 
(boilers) 

A2.2  Boiler 
operations 

The 12.6 MBtu/hr duel-fuel boilers are required to meet the following permit conditions:  (1) Maximum 
Fuel Consumption Rate (@110.38 10ft3 per year or 45,000 gallons of fuel per year]) and (2) Maximum 
Allowable Emissions [CO, NOx, PM, SO2, VOC].  The 2.1 MBtu/hr duel-fired boilers are required to meet 
the following permit conditions:  (1) Maximum Fuel Consumption Rate (@18.4 10ft3 per year or 7,500 
gallons of fuel per year]) and (2) Maximum Allowable Emissions [CO, NOx, PM, SO2, VOC]. The facility 
tracks the total consumption rate per year of natural gas and diesel fuel and estimates emissions based 
on fuel consumption.  Records of fuel consumption are tracked on a monthly basis.  No issues were 
reported.   

Y  

A.  Building 
systems 

A2. Operating 
heating 
system 
(boilers) 

A2.3  Boiler 
emissions 

The diesel fuel used by the boilers is required not to exceed 0.5% sulfur by weight.  The facility keeps 
records from the petroleum supplier indicating that the fuel meets the required sulfur limits.  Y  

A.  Building 
systems 

A3. Operating 
generators 

A3.1  Permitting 
diesel engine 
generators 

The facility has two stationary emergency generators.   The generators are permitted by the West Virginia 
Department of Environmental Protection (Permit No. R13-2170, effective date 8/16/99).   Y  

A.  Building 
systems 

A3. Operating 
generators 

A3.2  Generator 
permit 

The generators are required to meet the following permit conditions: (1) Maximum Allowable Emissions 
[CO, NOx, PM, SO2, VOC] based on operating hours of 500 hrs per year.  The facility tracks the total 
hourly runs on the generators and estimates emissions based on fuel consumption.  No issues were 
reported.   

Y  

A.  Building 
systems 

A3. Operating 
generators 

A3.3  Generator 
emissions 

The diesel fuel used by the generators is required not to exceed 0.5% sulfur by weight.  The facility keeps 
records from the petroleum supplier indicating that the fuel meets the required sulfur limits.  Y  

A.  Building 
systems A5. Other A5. Other 

Air emissions from the water-based glue used by the UNICOR factory were evaluated by a BOP 
industrial hygienist and determined to be negligible. On 7/17/97, the WV Department of Environmental 
Protection evaluated the chair gluing process and determined that no permit under 45 CSR 13 was 
required. 

Y  

B.  Maintenance 
functions 

B3.  Operating 
oil/water 
separator 
(floor washing, 
spill 
containment) 

B3.1 Meeting local 
limits for sewer 
discharge 

The garage used for vehicle maintenance has an oil/water interceptor that is inspected regularly and 
discharges to the sanitary sewer.  The interceptor was inspected, and two pipes were noted above the 
current water/oil level.  Original drawings for the facility were reviewed but the elevations of the pipes 
(draining into the interceptor, draining out of the interceptor, and draining into the used oil underground 
storage tank) could not be determined.  It was not possible to determine if the interceptor was removing 
oil from the wastewater being discharged to the Beckley Wastewater Treatment Plant. 

  N
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ACTIVITY BASED ENVIRONMENTAL PROTOCOL FINDING COMPLIANCE STATUS 
Operation/ 

Activity (O/A) O/A Level 1 O/A Level 2 Observation In 
Compliance 

NOT in 
Compliance 

C.  Facility support 
functions 

C1. Cafeteria 
operation 

C1.1 Grease trap 
maintenance 
records 

The facility has two grease traps:  one for the main facility and one for the camp that discharge to the 
sanitary sewer system.  The grease traps are inspected and maintained regularly in order to comply with 
Beckley Waste Water Treatment Plan requirements.   

Y  

C.  Facility support 
functions 

C2. Medical 
unit operation  C2.1 Permit The facility is a small large quantity generator of infectious waste (regulated medical wastes) from the 

Health Unit.  No permit is required for small quantity generators. Y  

C.  Facility support 
functions 

C2. Medical 
unit operation  

C2.2 Management 
plan 

The Health Services Unit has prepared an Infectious Disease Control Plan and Biohazard Spill Cleanup 
Procedures.  The information in these plans meets the WV requirements for preparation of a Medical 
Waste Management Plan.   

Y  

C.  Facility support 
functions 

C2. Medical 
unit operation  

C2.3 
Pharmaceutical 
waste disposal  

The pharmacy at the Health Services Unit has a procedure to determine which pharmaceuticals are 
characteristic or listed (U- or P-listed) chemicals when discarded or no longer useable.  Pharmaceutical 
wastes are characterized to determine if they are hazardous wastes. 

Y  

C.  Facility support 
functions 

C3. Pest 
Management.   C3.1 Applicators Facility personnel are applying over-the-counter pesticides. One of the facility employees is waiting for his 

official certification by the State of West Virginia as required. Y  

C.  Facility support 
functions 

C3. Pest 
Management.   

C3.2 Record 
Keeping 

The facility maintains a record of Pesticide applications identifying the date, location, pesticide, and 
amount applied.  The records of Pesticide application are signed by the applicator. Y  

D. Vehicle 
fueling/operation 

D2. Fueling 
pumps 

D2. Fueling 
operations 

The facility operates gasoline and diesel fuel dispensers. The facility dispenses less than 10,000 gallons 
of gasoline per month.   Y  

E.  Stormwater 
management  

E1. 
Stormwater 
permit  

E1.1 No/Expired 
permit  

The facility does not require a Stormwater Management Plan (General National Pollution Discharge 
Elimination System Water Pollution Control Permit No. WV0116025, Effective Date July 22, 2009) 
although preparation of one has been recommended by the WVDEP.   

Y  

E.  Stormwater 
management  

E2. Complying 
with SWP3 
requirements  

E2.4 SWP3 POL 
storage 

The facility stores oil in aboveground containers:  drums and tanks.  These containers have secondary 
containment and have adequate spill cleanup materials to respond to potential small leaks and spills. Y  

E.  Stormwater 
management  

E3. Vehicle 
washing  

E3.1 Outside 
vehicle washing 

The facility washes vehicles in a garage bay which drains liquids [oils, soapy water, etc.], to the oil/water 
interceptor and then to the sanitary wastewater. No discharges of industrial products or soapy washwater 
to stormwater were noted although the facility is planning to install berms around the operation.  

Y  

E.  Stormwater 
management  E4. Other  The facility does not requires a Groundwater Protection Plan to address aboveground storage of 

petroleum products although preparation of one has been recommended by the WVDEP..   Y  

F. Hazardous 
materials 

F2. Hazardous 
Materials 

F2.1 Tier II 
Submission 

The Tier II inventory is updated annually but only includes the diesel and gasoline storage at the facility.  
Rock salt storage should also be included since the facility stores over 10 tons per year.  N 

F. Hazardous 
materials 

F3. Material 
Safety Data 
Sheets 

F3.1  Material 
Safety Data 
Sheets 

The facility has Material Safety Data Sheets for all chemicals spot-checked during the survey 
Y  

F. Hazardous 
materials 

F3. Material 
Safety Data 
Sheets 

F3.2 Chemical 
Inventory 

The facility has an up-to-date inventory listing all Material Safety Data Sheets.  
Y  

G. Waste 
management 

G1. Generator 
requirements 

G1.1 
Characterizing 
wastes - Testing 
or Generator 
knowledge 

In the Federal Prison Camp, the clinic previously used a standard X-ray machine.  The machine was 
abandoned in place approximately three years ago when the main clinic in the Federal Correctional 
Institute switched to digital X-rays.  The silver recovery unit associated with this machine was not sent for 
reclamation or disposal.  It was not possible to determine whether the machine contained liquids used for 
X-ray development.  In Central Plant 1 (CP-1), an old unused sandblasting machine containing used 
sand was observed.   The sand is often contaminated with lead and chromium from the metal parts.  No 
waste characterization was done for either process.    

  N
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ACTIVITY BASED ENVIRONMENTAL PROTOCOL FINDING COMPLIANCE STATUS 
Operation/ 

Activity (O/A) O/A Level 1 O/A Level 2 Observation In 
Compliance 

NOT in 
Compliance 

G. Waste 
management 

G1. Generator 
requirements 

G1.2 
Characterizing 
wastes - Records 

The facility generates only used oil which it has determined to be a solid waste. Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.3 Batteries - 
Disposal 

The facility generates used batteries.  The facility disposes of batteries either through one-to-one returns 
to the supplier (lead acid] or through the universal waste recycler. Y  

G. Waste 
management 

G1. Generator 
requirements 

G1.3 CESQG - 
Determining 
status 

The facility is a CESQG and generates less than 100 kg [approx.  220 lb.] of hazardous waste was 
generated in a calendar month.  Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.4 Fuel filters - 
Disposal The facility generates waste fuel filters.   Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.5 Lamps 
(Fluorescent light 
tubes & HID) - 
Disposal 

Used Fluorescent Light Tubes (FLTs) are properly stored and recycled.   Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.6 Oil filters - 
Disposal 

The facility generates used oil filters which are crushed and the used oil recycled.  Drained filters are 
disposed of to the general trash.   Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.8 Parts washer 
cleaning solutions 
(Aqueous-based) - 
Disposal 

 The facility uses an aqueous parts washer infrequently and has not generated any waste from this 
process.   Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.9 Shop towels, 
wipes, and rags - 
Disposal 

Shop towels, wipes, and rags are disposed of in the general trash or sent to a recycler for washing.  Rags 
are not saturated with liquids.     Y  

G. Waste 
management 

G3. 
Hazardous 
waste 

G3.10 Used spill 
supplies - 
Disposal 

The facility generates used spill cleanup materials.  The facility disposes of this waste in the general 
trash.  The used absorbent is not saturated and is reported to contain principally oil drips and leaks.   Y  

G. Waste 
management 

G4. Universal 
waste 

G4.1 Disposal - 
Universal waste 

The facility generates waste cathode ray tubes and used computers and recycles them other permitted 
UNICOR facilities. Y  

G. Waste 
management 

G4. Universal 
waste 

G4.2 
Storing/disposing 
universal wastes 

Universal wastes are stored at the facility for less than 1 year and are recycled.  The facility has 
established a system to properly label stored wastes.   Y  

G. Waste 
management 

G4. Universal 
waste 

G4.3 Storing 
universal waste - 
Training 

Personnel that manage Universal Wastes were trained to label, date and properly close boxes containing 
used FLTs. Y  

G. Waste 
management 

G4. Universal 
waste 

G4.4 
Disposing/recyclin
g of universal 
waste - Records 

Records on Universal waste recycling were maintained and were available for review.  Y  

G. Waste 
management 

G4. Universal 
waste G4.5 Transporters The facility sends Universal Waste offsite through permitted transporters.   Y  

G. Waste 
management 

G5. Solid 
waste 

G5.1 Storage of 
solid waste The facility solid waste dumpsters out back of Food Services are closed  Y  
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ACTIVITY BASED ENVIRONMENTAL PROTOCOL FINDING COMPLIANCE STATUS 
Operation/ 

Activity (O/A) O/A Level 1 O/A Level 2 Observation In 
Compliance 

NOT in 
Compliance 

G. Waste 
management 

G5. Solid 
waste G5.2 Recycling 

The facility recycled 285,184 lbs of cardboard in 2008.  Additional wastes recycled included used oil, 
used FLTs, scrap metal, aluminum cans and used vegetable oil which is used for biodiesel at other BOP 
facilities.   

Y  

G. Waste 
management 

G5. Solid 
waste 

G5.3 Scrap metal 
parts - Storage Scrap metal is stored in a dumpster outdoors near the Welding Shop.   Y  

G. Waste 
management 

G5. Solid 
waste 

G5.4 Used tires - 
Registered 
transporter 

Used tires are picked up by an authorized tire transport company, West Virginia Tire Disposal.     Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements H1.1 No plan 

The facility has greater than the 1,320-gallons of aboveground storage of oil, and a Spill Prevention, 
Control and Countermeasures (SPCC) Plan is required.   The SPCC Plan was final June 8, 2009; 
however, it requires revision and is undergoing review.    

Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements 

H1.2 
Noncompliance 
with plan 

Inspections outlined in the plan are being performed).   Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements 

H1.3 PE 
certification 

The SPCC Plan is signed by a Professional Engineer, but the facility added an emergency generator and 
needs to include an 80-gallon hydraulic elevator reservoir.  Other revisions are required to make the plan 
implementable.    

  N

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements H1.4 Plan onsite A SPCC Plan has been prepared and is available onsite. Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements H1.5 Training Oil-handling personnel have been trained on equipment used to prevent discharges; discharge procedure 

protocols, rules and regulations, general facility operations, and the contents of the facility SPCC Plan.   Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements 

H1.6 Spill 
reporting 

The facility has not discharged more than 1,000 gallons of oil during one spill and has not spilled more 
than 42 gallons of oil in two separate spills or had a spill of greater than 25 gallons of oil. Y  

H. Storing bulk 
products/wastes 

H1. SPCC 
requirements 

H1.7 Integrity 
testing/inspections Monthly/annual/inspections and integrity tests required by the SPCC plan are being performed. Y  

H. Storing bulk 
products/wastes 

H2. Storing 
products and 
wastes in 
ASTs  

H2.1 ASTs - 
Discharges/Spill 
response 

The AST (day tank) at the facility has appropriate secondary containment.   Y  

H. Storing bulk 
products/wastes 

H2. Storing 
products and 
wastes in 
ASTs  

H2.2 ASTs - 
Design  The aboveground storage tank at the facility meets state requirements, e.g., secondary containment. Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.1 UST permit The underground storage tanks at the facility contain gasoline, diesel, and used oil. Throughput at the 
gasoline does not require an air permit.  All three regulated USTs are permitted by the WV DEP.  Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.2 UST spills - 
POL discharge 

The facility provides appropriate spill response equipment to prevent a discharge of oil to navigable 
waters during loading and unloading operations. Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3 UST design- 
spill and overfill 
equipment 

The underground storage tanks meet the required spill and overfill prevention requirements.   Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3 UST design- 
Leak detection WV DEP requirements for leak detection are complied with by the facility. Y  
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ENVIRO

AC
Operation/ 

Ac

TIVITY BASED ENVIRONMENTAL PROTOCOL FINDING COMPLIANCE STATUS

tivity (O/A) O/A Level 1 O/A Level 2 Observation In 
Compliance 

NOT in 
Compliance 

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3 UST design - 
Release detection WV DEP requirements for release detection are complied with by the facility. Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3 UST design - 
Documentation 

As-built drawings, installer certification, notice of intent, system repairs, initial integrity testing, corrosion 
protection system operation, color coding on the fill port or other required records are available in the 
facility files.  

Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3 UST design - 
Operations and 
Recordkeeping 

The underground storage tanks meet all the state requirements.  The facility has responded quickly to 
WVDEP requirements/requests for information.    Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.3  UST design 
- Repairs Records on the repairs are available for review. Y  

H. Storing bulk 
products/wastes 

H3. Storing 
fuel/product/w
astes in USTs 

H3.4 UST 
construction 

The underground storage tanks meet all the federal 1998 requirements for tank upgrades as well as more 
recent requirements such as PLLD testing Y  

I. Other 
Activities/Operatio
ns 

I1. Firing 
Ranges I1. Form R The facility has calculated the lead emissions from their active firing range and filed the Form R.   Y  
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BOP ENVIRONMENTAL COMPLIANCE AUDIT 
QUALITY CONTROL (QC) RECORD 

FCI BECKLEY, WV 
Name of BOP Facility:   
Federal Correctional Institution Beckley, WV 

Address: 1600 Industrial Road 
                  Beaver, WV 25813 

Name of Contractor 
Performing Environmental Compliance Audit: 
Green Reviews, Inc. 

Date of Environmental Compliance Audit:  

September 10-11, 2009 

Name of person from contractor’s ECA team 
leading the contractor’s Quality Control System 
and approving QC and Protocol Completion 
Record: 

Printed Name: 

Gregory Kender 

Signature: 
 

 

Date  
Completed: 
 
10/10/09 

Name of author of Final Environmental Compliance Report:  Amelia Janisz 

Name of person reviewing Final Environmental Compliance Report:  Gregory Kender 

Summary of Comments (To be completed by the reviewer): 

See No Comments                                        See Attached                                       Below 

Name of person incorporating comments into Report:  Amelia Janisz 

Comment Resolution: 

Note:  All comments must be checked off as addressed or marked as Not Applicable (NA) on the Reports. 

No Action                                                        Incorporated                                        Exceptions 

Name of person providing final check that comments were incorporated into Final Environmental 
Compliance Report:   

 
Nilsa Benitez 
 

 

QUALITY CONTROL RECORD 
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